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EXEMPT IRRIGATION METER
LOCATION REQUIREMENTS

719

NOTES:

1. EXEMPT METERS SHALL BE PLACED GENERALLY PARALLEL WITH THE CITY WATER MAIN AND

PERPENDICULAR TO THE CITY METER.

2. EXEMPT METERS SHALL BE PLACED BETWEEN 1 FOOT TO 1 FOOT 6 INCHES FROM THE CITY

WATER METER.

3. INSTALL EXEMPT METER SETTER IN ACCORDANCE WITH STANDARD DETAIL 702.
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 STANDARD  DETAILS
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